© Dimond 2018, all rights reserved. The information and

ined in this d
Purpose, but may not otherwise copy, publish, distribute or modify this document without Dimond’s prior written consent. Dimond will not be liable for any use of this d

are proprietary to Dimond and may not be used other than for the purpose of designing or building a roof or roofing system solely using products supplied or approved by Dimond (“Permitted Purpose”). You may copy this document solely for the Permitted
or the inf¢ ion and specificati ined in this d:

other than for the Permitted Purpose.

Climaseal coated self drilling M6 x
65 Roofzip with neo fixed every rib

Dimond Six Rib Roofing (specify
thickness and coating)

Roofing underlay and netting

shown dashed
Dimond Valley-Gutter

135mm min,

h

4° min. pitc

Structure

H3.2 treated timber valley boards

with continuous strip of underlay
laid on top

Notes:
- Suitable up to 50 m2roof catchment area.

Original Size A4

2> Dimond Roofing: 5% RiP

dim_sxr_1100 Valley Gutter Detail
Issue:

01
Scale: 1:5
Valley Gutter Detail

Date:

Reference

20 December 2018 dim_SXI'_1 1 OO




	Sheets
	dim_bb9_1010 - Parapet Detail
	dim_bb9_1020 - Barge Detail
	dim_bb9_1030 - Wall - Roof Junction
	dim_bb9_1031 - Permanent Wall - Roof Junction Cladding
	dim_bb9_1040 - Eaves Box Gutter
	dim_bb9_1041 - Eaves Box Gutter with Cavity
	dim_bb9_1050 - Wall - Roof junction (90 deg)
	dim_bb9_1051 - Wall - Roof Junction (90 deg) on Cavity
	dim_bb9_1060 - Roof - Wall Apex
	dim_bb9_1070 - Step in Roofing
	dim_bb9_1080 - Large Penetration Detail
	dim_bb9_1090 - Ridge Detail
	dim_bb9_1100 - Valley Gutter Detail
	dim_bb9_1110 - Change in Pitch Detail
	dim_bb9_1120 - Residential Upper Mono Slope
	dim_bb9_1130 - Residential Gutter/Wall detail
	dim_bb9_1140 - Residential Barge - Raking end
	dim_bb9_1150 - Alternative Change in Pitch Flashing Detail
	dim_bb9_1160 - Recommended Change in Pitch Detail
	dim_bb9_1170 - Barge Flashing Fixing
	dim_bb9_1190 - Ridged Ventilators Detail
	dim_bb9_1200 - Flashing Longitudal Joint
	dim_bb9_1210 - Pipe Penetration Detail
	dim_bb9_2010 - Vertical Non-cavity Cladding - Internal Corner
	dim_bb9_2020 - Vertical Non-cavity Cladding - External Corner
	dim_bb9_2030 - Vertical Cladding Window Detail - Elevation
	dim_bb9_2031 - Vertical Cladding with Cavity Window Detail - Elevation
	dim_bb9_2040 - Vertical Cladding Window Detail - Head
	dim_bb9_2041 - Vertical Cladding with Cavity Window Detail - Head
	dim_bb9_2050 - Vertical Cladding Window Detail - Jamb
	dim_bb9_2051 - Vertical Cladding with Cavity Window Detail - Jamb
	dim_bb9_2060 - Vertical Cladding Window Detail - Sill
	dim_bb9_2061 - Vertical Cladding with Cavity Window Detail - Sill
	dim_bb9_2070 - Horizontal Non-cavity Cladding - External Corner
	dim_bb9_2080 - Horizontal Sheet Cladding Vertical Butt joint
	dim_bb9_2090 - Horizontal Cavity Cladding - Barge Flashing
	dim_bb9_2100 - Horizontal Cavity Cladding - External Corner
	dim_bb9_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_bb9_2111 - Vertical Cavity Cladding - Internal Corner
	dim_bb9_2120 - Horizontal Cavity Cladding - Sheet Butt join
	dim_bb9_2130 - Horizontal Cladding Window Detail - Elevation
	dim_bb9_2131 - Horizontal Cladding with Cavity Window Detail - Elevation
	dim_bb9_2140 - Horizontal Cladding Window Detail - Head
	dim_bb9_2141 - Horizontal Cladding with Cavity Window Detail - Head
	dim_bb9_2150 - Horizontal Cladding Window Detail - Jamb
	dim_bb9_2151 - Horizontal Cladding with Cavity Window Detail - Jamb
	dim_bb9_2160 - Horizontal Cladding Window Detail - Sill
	dim_bb9_2161 - Horizontal Cladding with Cavity Window Detail - Sill
	dim_bb9_2170 - Horizontal Cavity Cladding - Roof Junction (90 deg)
	dim_bb9_2180 - Horizontal Cavity Cladding - Wall/Roof Junction
	dim_bb9_2190 - Non-Cavity Wall to Floor Junction
	dim_bb9_2200 - Cavity Wall to Floor Junction
	dim_bb9_2210 - Junction to Panel Cladding
	dim_bb9_2220 - Junction to Brick
	dim_bb9_2230 - Pipe Penetration Through Horizontal Wall Cladding
	dim_bb9_2240 - Junction to Concrete
	dim_bb9_2250 - Range Hood Penetration
	dim_bbc_1051 - Wall - Roof Junction (90 deg) on Cavity
	dim_bbc_2031 - Vertical Cladding with Cavity Window Detail - Elevation
	dim_bbc_2041 - Vertical Cladding with Cavity Window Detail - Head
	dim_bbc_2051 - Vertical Cladding with Cavity Window Detail - Jamb
	dim_bbc_2061 - Vertical Cladding with Cavity Window Detail - Sill
	dim_bbc_2090 - Horizontal Cavity Cladding - Barge Flashing
	dim_bbc_2100 - Horizontal Cavity Cladding - External Corner
	dim_bbc_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_bbc_2111 - Vertical Cavity Cladding - Internal Corner
	dim_bbc_2120 - Horizontal Cavity Cladding - Sheet Butt join
	dim_bbc_2131 - Horizontal Cladding with Cavity Window Detail - Elevation
	dim_bbc_2141 - Horizontal Cladding with Cavity Window Detail - Head
	dim_bbc_2151 - Horizontal Cladding with Cavity Window Detail - Jamb
	dim_bbc_2161 - Horizontal Cladding with Cavity Window Detail - Sill
	dim_bbc_2170 - Horizontal Cavity Cladding - Roof Junction (90 deg)
	dim_bbc_2180 - Horizontal Cavity Cladding - Wall/Roof Junction
	dim_bbc_2200 - Cavity Wall to Floor Junction
	dim_bbc_2210 - Junction to Panel Cladding
	dim_bbc_2220 - Junction to Brick
	dim_bbc_2230 - Pipe Penetration Through Horizontal Wall Cladding
	dim_bbc_2240 - Junction to Concrete
	dim_bbc_2250 - Range Hood Penetration
	dim_cor_1010 - Parapet Detail
	dim_cor_1020 - Barge Detail
	dim_cor_1030 - Wall - Roof Junction
	dim_cor_1031 - Permanent Wall - Roof Junction Cladding
	dim_cor_1040 - Eaves Box Gutter
	dim_cor_1041 - Eaves Box Gutter with Cavity
	dim_cor_1050 - Wall - Roof junction (90 deg)
	dim_cor_1051 - Wall - Roof Junction (90 deg) on Cavity
	dim_cor_1060 - Roof - Wall Apex
	dim_cor_1070 - Step in Roofing
	dim_cor_1080 - Large Penetration Detail
	dim_cor_1090 - Ridge Detail
	dim_cor_1100 - Valley Gutter Detail
	dim_cor_1110 - Change in Pitch Detail
	dim_cor_1120 - Residential Upper Mono Slope
	dim_cor_1130 - Residential Gutter/Wall detail
	dim_cor_1140 - Residential Barge - Raking end
	dim_cor_1150 - Alternative Change in Pitch Flashing Detail
	dim_cor_1160 - Recommended Change in Pitch Detail
	dim_cor_1170 - Barge Flashing Fixing
	dim_cor_1180 - Barge Rolled Flashing
	dim_cor_1190 - Ridged Ventilators Detail
	dim_cor_1200 - Flashing Longitudal Joint
	dim_cor_1210 - Pipe Penetration Detail
	dim_cor_2010 - Vertical Non-cavity Cladding - Internal Corner
	dim_cor_2020 - Vertical Non-cavity Cladding - External Corner
	dim_cor_2030 - Vertical Cladding Window Detail - Elevation
	dim_cor_2031 - Vertical Cladding with Cavity Window Detail - Elevation
	dim_cor_2040 - Vertical Cladding Window Detail - Head
	dim_cor_2041 - Vertical Cladding with Cavity Window Detail - Head
	dim_cor_2050 - Vertical Cladding Window Detail - Jamb
	dim_cor_2051 - Vertical Cladding with Cavity Window Detail - Jamb
	dim_cor_2060 - Vertical Cladding Window Detail - Sill
	dim_cor_2061 - Vertical Cladding with Cavity Window Detail - Sill
	dim_cor_2070 - Horizontal Non-cavity Cladding - External Corner
	dim_cor_2080 - Horizontal Sheet Cladding Vertical Butt joint
	dim_cor_2090 - Horizontal Cavity Cladding - Barge Flashing
	dim_cor_2100 - Horizontal Cavity Cladding - External Corner
	dim_cor_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_cor_2111 - Vertical Cavity Cladding - Internal Corner
	dim_cor_2120 - Horizontal Cavity Cladding - Sheet Butt join
	dim_cor_2130 - Horizontal Cladding Window Detail - Elevation
	dim_cor_2131 - Horizontal Cladding with Cavity Window Detail - Elevation
	dim_cor_2140 - Horizontal Cladding Window Detail - Head
	dim_cor_2141 - Horizontal Cladding with Cavity Window Detail - Head
	dim_cor_2150 - Horizontal Cladding Window Detail - Jamb
	dim_cor_2151 - Horizontal Cladding with Cavity Window Detail - Jamb
	dim_cor_2160 - Horizontal Cladding Window Detail - Sill
	dim_cor_2161 - Horizontal Cladding with Cavity Window Detail - Sill
	dim_cor_2170 - Horizontal Cavity Cladding - Roof Junction (90 deg)
	dim_cor_2180 - Horizontal Cavity Cladding - Wall/Roof Junction
	dim_cor_2190 - Non-Cavity Wall to Floor Junction
	dim_cor_2200 - Cavity Wall to Floor Junction
	dim_cor_2210 - Junction to Panel Cladding
	dim_cor_2220 - Junction to Brick
	dim_cor_2230 - Pipe Penetration Through Horizontal Wall Cladding
	dim_cor_2240 - Junction to Concrete
	dim_cor_2250 - Range Hood Penetration
	dim_dd3_1010 - Parapet Detail
	dim_dd3_1020 - Barge Detail
	dim_dd3_1030 - Wall - Roof Junction
	dim_dd3_1031 - Permanent Wall - Roof Junction Cladding
	dim_dd3_1040 - Eaves Box Gutter
	dim_dd3_1041 - Eaves Box Gutter with Cavity
	dim_dd3_1050 - Wall - Roof junction (90 deg)
	dim_dd3_1051 - Wall - Roof Junction (90 deg) on Cavity
	dim_dd3_1060 - Roof - Wall Apex
	dim_dd3_1070 - Step in Roofing
	dim_dd3_1080 - Large Penetration Detail
	dim_dd3_1090 - Ridge Detail
	dim_dd3_1100 - Valley Gutter Detail
	dim_dd3_1110 - Change in Pitch Detail
	dim_dd3_1120 - Residential Upper Mono Slope
	dim_dd3_1130 - Residential Gutter/Wall detail
	dim_dd3_1140 - Residential Barge - Raking end
	dim_dd3_1150 - Alternative Change in Pitch Flashing Detail
	dim_dd3_1160 - Recommended Change in Pitch Detail
	dim_dd3_1170 - Barge Flashing Fixing
	dim_dd3_1190 - Ridged Ventilators Detail
	dim_dd3_1200 - Flashing Longitudal Joint
	dim_dd3_1210 - Pipe Penetration Detail
	dim_dd3_2010 - Vertical Non-cavity Cladding - Internal Corner
	dim_dd3_2020 - Vertical Non-cavity Cladding - External Corner
	dim_dd3_2030 - Vertical Cladding Window Detail - Elevation
	dim_dd3_2031 - Vertical Cladding with Cavity Window Detail - Elevation
	dim_dd3_2040 - Vertical Cladding Window Detail - Head
	dim_dd3_2041 - Vertical Cladding with Cavity Window Detail - Head
	dim_dd3_2050 - Vertical Cladding Window Detail - Jamb
	dim_dd3_2051 - Vertical Cladding with Cavity Window Detail - Jamb
	dim_dd3_2060 - Vertical Cladding Window Detail - Sill
	dim_dd3_2061 - Vertical Cladding with Cavity Window Detail - Sill
	dim_dd3_2070 - Horizontal Non-cavity Cladding - External Corner
	dim_dd3_2080 - Horizontal Sheet Cladding Vertical Butt joint
	dim_dd3_2090 - Horizontal Cavity Cladding - Barge Flashing
	dim_dd3_2100 - Horizontal Cavity Cladding - External Corner
	dim_dd3_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_dd3_2111 - Vertical Cavity Cladding - Internal Corner
	dim_dd3_2120 - Horizontal Cavity Cladding - Sheet Butt join
	dim_dd3_2130 - Horizontal Cladding Window Detail - Elevation
	dim_dd3_2131 - Horizontal Cladding with Cavity Window Detail - Elevation
	dim_dd3_2140 - Horizontal Cladding Window Detail - Head
	dim_dd3_2141 - Horizontal Cladding with Cavity Window Detail - Head
	dim_dd3_2150 - Horizontal Cladding Window Detail - Jamb
	dim_dd3_2151 - Horizontal Cladding with Cavity Window Detail - Jamb
	dim_dd3_2160 - Horizontal Cladding Window Detail - Sill
	dim_dd3_2161 - Horizontal Cladding with Cavity Window Detail - Sill
	dim_dd3_2170 - Horizontal Cavity Cladding - Roof Junction (90 deg)
	dim_dd3_2180 - Horizontal Cavity Cladding - Wall/Roof Junction
	dim_dd3_2190 - Non-Cavity Wall to Floor Junction
	dim_dd3_2200 - Cavity Wall to Floor Junction
	dim_dd3_2210 - Junction to Panel Cladding
	dim_dd3_2220 - Junction to Brick
	dim_dd3_2230 - Pipe Penetration Through Horizontal Wall Cladding
	dim_dd3_2240 - Junction to Concrete
	dim_dd3_2250 - Range Hood Penetration
	dim_dd4_1010 - Parapet Detail
	dim_dd4_1020 - Barge Detail
	dim_dd4_1030 - Wall - Roof Junction
	dim_dd4_1031 - Permanent Wall - Roof Junction Cladding
	dim_dd4_1040 - Eaves Box Gutter
	dim_dd4_1041 - Eaves Box Gutter with Cavity
	dim_dd4_1050 - Wall - Roof junction (90 deg)
	dim_dd4_1051 - Wall - Roof Junction (90 deg) on Cavity
	dim_dd4_1060 - Roof - Wall Apex
	dim_dd4_1070 - Step in Roofing
	dim_dd4_1080 - Large Penetration Detail
	dim_dd4_1090 - Ridge Detail
	dim_dd4_1100 - Valley Gutter Detail
	dim_dd4_1110 - Change in Pitch Detail
	dim_dd4_1120 - Residential Upper Mono Slope
	dim_dd4_1130 - Residential Gutter/Wall detail
	dim_dd4_1140 - Residential Barge - Raking end
	dim_dd4_1150 - Alternative Change in Pitch Flashing Detail
	dim_dd4_1160 - Recommended Change in Pitch Detail
	dim_dd4_1170 - Barge Flashing Fixing
	dim_dd4_1190 - Ridged Ventilators Detail
	dim_dd4_1200 - Flashing Longitudal Joint
	dim_dd4_1210 - Pipe Penetration Detail
	dim_dd4_2010 - Vertical Non-cavity Cladding - Internal Corner
	dim_dd4_2020 - Vertical Non-cavity Cladding - External Corner
	dim_dd4_2030 - Vertical Cladding Window Detail - Elevation
	dim_dd4_2031 - Vertical Cladding with Cavity Window Detail - Elevation
	dim_dd4_2040 - Vertical Cladding Window Detail - Head
	dim_dd4_2041 - Vertical Cladding with Cavity Window Detail - Head
	dim_dd4_2050 - Vertical Cladding Window Detail - Jamb
	dim_dd4_2051 - Vertical Cladding with Cavity Window Detail - Jamb
	dim_dd4_2060 - Vertical Cladding Window Detail - Sill
	dim_dd4_2061 - Vertical Cladding with Cavity Window Detail - Sill
	dim_dd4_2070 - Horizontal Non-cavity Cladding - External Corner
	dim_dd4_2080 - Horizontal Sheet Cladding Vertical Butt joint
	dim_dd4_2090 - Horizontal Cavity Cladding - Barge Flashing
	dim_dd4_2100 - Horizontal Cavity Cladding - External Corner
	dim_dd4_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_dd4_2111 - Vertical Cavity Cladding - Internal Corner
	dim_dd4_2120 - Horizontal Cavity Cladding - Sheet Butt join
	dim_dd4_2130 - Horizontal Cladding Window Detail - Elevation
	dim_dd4_2131 - Horizontal Cladding with Cavity Window Detail - Elevation
	dim_dd4_2140 - Horizontal Cladding Window Detail - Head
	dim_dd4_2141 - Horizontal Cladding with Cavity Window Detail - Head
	dim_dd4_2150 - Horizontal Cladding Window Detail - Jamb
	dim_dd4_2151 - Horizontal Cladding with Cavity Window Detail - Jamb
	dim_dd4_2160 - Horizontal Cladding Window Detail - Sill
	dim_dd4_2161 - Horizontal Cladding with Cavity Window Detail - Sill
	dim_dd4_2170 - Horizontal Cavity Cladding - Roof Junction (90 deg)
	dim_dd4_2180 - Horizontal Cavity Cladding - Wall/Roof Junction
	dim_dd4_2190 - Non-Cavity Wall to Floor Junction
	dim_dd4_2200 - Cavity Wall to Floor Junction
	dim_dd4_2210 - Junction to Panel Cladding
	dim_dd4_2220 - Junction to Brick
	dim_dd4_2230 - Pipe Penetration Through Horizontal Wall Cladding
	dim_dd4_2240 - Junction to Concrete
	dim_dd4_2250 - Range Hood Penetration
	dim_dd6_1010 - Parapet Detail
	dim_dd6_1020 - Barge Detail
	dim_dd6_1030 - Wall - Roof Junction
	dim_dd6_1031 - Permanent Wall - Roof Junction Cladding
	dim_dd6_1040 - Eaves Box Gutter
	dim_dd6_1041 - Eaves Box Gutter with Cavity
	dim_dd6_1050 - Wall - Roof junction (90 deg)
	dim_dd6_1051 - Wall - Roof Junction (90 deg) on Cavity
	dim_dd6_1060 - Roof - Wall Apex
	dim_dd6_1070 - Step in Roofing
	dim_dd6_1080 - Large Penetration Detail
	dim_dd6_1090 - Ridge Detail
	dim_dd6_1100 - Valley Gutter Detail
	dim_dd6_1110 - Change in Pitch Detail
	dim_dd6_1120 - Upper Mono Slope
	dim_dd6_1130 - Gutter/Wall detail
	dim_dd6_1140 - Barge - Raking end
	dim_dd6_1150 - Alternative Change in Pitch Flashing Detail
	dim_dd6_1160 - Recommended Change in Pitch Detail
	dim_dd6_1170 - Barge Flashing Fixing
	dim_dd6_1190 - Ridged Ventilators Detail
	dim_dd6_1200 - Flashing Longitudal Joint
	dim_dd6_1210 - Pipe Penetration Detail
	dim_dd6_2010 - Vertical Non-cavity Cladding - Internal Corner
	dim_dd6_2020 - Vertical Non-cavity Cladding - External Corner
	dim_dd6_2030 - Vertical Cladding Window Detail - Elevation
	dim_dd6_2031 - Vertical Cladding with Cavity Window Detail - Elevation
	dim_dd6_2040 - Vertical Cladding Window Detail - Head
	dim_dd6_2041 - Vertical Cladding with Cavity Window Detail - Head
	dim_dd6_2050 - Vertical Cladding Window Detail - Jamb
	dim_dd6_2051 - Vertical Cladding with Cavity Window Detail - Jamb
	dim_dd6_2060 - Vertical Cladding Window Detail - Sill
	dim_dd6_2061 - Vertical Cladding with Cavity Window Detail - Sill
	dim_dd6_2070 - Horizontal Non-cavity Cladding - External Corner
	dim_dd6_2080 - Horizontal Sheet Cladding Vertical Butt joint
	dim_dd6_2090 - Horizontal Cavity Cladding - Barge Flashing
	dim_dd6_2100 - Horizontal Cavity Cladding - External Corner
	dim_dd6_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_dd6_2111 - Vertical Cavity Cladding - Internal Corner
	dim_dd6_2120 - Horizontal Cavity Cladding - Sheet Butt join
	dim_dd6_2130 - Horizontal Cladding Window Detail - Elevation
	dim_dd6_2131 - Horizontal Cladding with Cavity Window Detail - Elevation
	dim_dd6_2140 - Horizontal Cladding Window Detail - Head
	dim_dd6_2141 - Horizontal Cladding with Cavity Window Detail - Head
	dim_dd6_2150 - Horizontal Cladding Window Detail - Jamb
	dim_dd6_2151 - Horizontal Cladding with Cavity Window Detail - Jamb
	dim_dd6_2160 - Horizontal Cladding Window Detail - Sill
	dim_dd6_2161 - Horizontal Cladding with Cavity Window Detail - Sill
	dim_dd6_2170 - Horizontal Cavity Cladding - Roof Junction (90 deg)
	dim_dd6_2180 - Horizontal Cavity Cladding - Wall/Roof Junction
	dim_dd6_2190 - Non-Cavity Wall to Floor Junction
	dim_dd6_2200 - Cavity Wall to Floor Junction
	dim_dd6_2210 - Junction to Panel Cladding
	dim_dd6_2220 - Junction to Brick
	dim_dd6_2230 - Pipe Penetration Through Horizontal Wall Cladding
	dim_dd6_2240 - Junction to Concrete
	dim_dd6_2250 - Range Hood Penetration
	dim_dp9_1010 - Parapet Detail
	dim_dp9_1020 - Barge Detail
	dim_dp9_1030 - Wall - Roof Junction
	dim_dp9_1031 - Permanent Wall - Roof Junction Cladding
	dim_dp9_1040 - Eaves Box Gutter
	dim_dp9_1041 - Eaves Box Gutter with Cavity
	dim_dp9_1050 - Wall - Roof junction (90 deg)
	dim_dp9_1051 - Wall - Roof Junction (90 deg) on Cavity
	dim_dp9_1060 - Roof - Wall Apex
	dim_dp9_1070 - Step in Roofing
	dim_dp9_1080 - Large Penetration Detail
	dim_dp9_1090 - Ridge Detail
	dim_dp9_1100 - Valley Gutter Detail
	dim_dp9_1110 - Change in Pitch Detail
	dim_dp9_1120 - Residential Upper Mono Slope
	dim_dp9_1130 - Residential Gutter/Wall detail
	dim_dp9_1140 - Residential Barge - Raking end
	dim_dp9_1150 - Alternative Change in Pitch Flashing Detail
	dim_dp9_1160 - Recommended Change in Pitch Detail
	dim_dp9_1170 - Barge Flashing Fixing
	dim_dp9_1190 - Ridged Ventilators Detail
	dim_dp9_1200 - Flashing Longitudal Joint
	dim_dp9_1210 - Pipe Penetration Detail
	dim_dp9_2010 - Vertical Non-cavity Cladding - Internal Corner
	dim_dp9_2020 - Vertical Non-cavity Cladding - External Corner
	dim_dp9_2030 - Vertical Cladding Window Detail - Elevation
	dim_dp9_2031 - Vertical Cladding with Cavity Window Detail - Elevation
	dim_dp9_2040 - Vertical Cladding Window Detail - Head
	dim_dp9_2041 - Vertical Cladding with Cavity Window Detail - Head
	dim_dp9_2050 - Vertical Cladding Window Detail - Jamb
	dim_dp9_2051 - Vertical Cladding with Cavity Window Detail - Jamb
	dim_dp9_2060 - Vertical Cladding Window Detail - Sill
	dim_dp9_2061 - Vertical Cladding with Cavity Window Detail - Sill
	dim_dp9_2070 - Horizontal Non-cavity Cladding - External Corner
	dim_dp9_2080 - Horizontal Sheet Cladding Vertical Butt joint
	dim_dp9_2090 - Horizontal Cavity Cladding - Barge Flashing
	dim_dp9_2100 - Horizontal Cavity Cladding - External Corner
	dim_dp9_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_dp9_2111 - Vertical Cavity Cladding - Internal Corner
	dim_dp9_2120 - Horizontal Cavity Cladding - Sheet Butt join
	dim_dp9_2130 - Horizontal Cladding Window Detail - Elevation
	dim_dp9_2131 - Horizontal Cladding with Cavity Window Detail - Elevation
	dim_dp9_2140 - Horizontal Cladding Window Detail - Head
	dim_dp9_2141 - Horizontal Cladding with Cavity Window Detail - Head
	dim_dp9_2150 - Horizontal Cladding Window Detail - Jamb
	dim_dp9_2151 - Horizontal Cladding with Cavity Window Detail - Jamb
	dim_dp9_2160 - Horizontal Cladding Window Detail - Sill
	dim_dp9_2161 - Horizontal Cladding with Cavity Window Detail - Sill
	dim_dp9_2170 - Horizontal Cavity Cladding - Roof Junction (90 deg)
	dim_dp9_2180 - Horizontal Cavity Cladding - Wall/Roof Junction
	dim_dp9_2190 - Non-Cavity Wall to Floor Junction
	dim_dp9_2200 - Cavity Wall to Floor Junction
	dim_dp9_2210 - Junction to Panel Cladding
	dim_dp9_2220 - Junction to Brick
	dim_dp9_2230 - Pipe Penetration Through Horizontal Wall Cladding
	dim_dp9_2240 - Junction to Concrete
	dim_dp9_2250 - Range Hood Penetration
	dim_dr2_1051 - Wall - Roof Junction (90 deg) on Cavity
	dim_dr2_2031 - Vertical Cladding with Cavity Window Detail - Elevation
	dim_dr2_2041 - Vertical Cladding with Cavity Window Detail - Head
	dim_dr2_2051 - Vertical Cladding with Cavity Window Detail - Jamb
	dim_dr2_2061 - Vertical Cladding with Cavity Window Detail - Sill
	dim_dr2_2090 - Horizontal Cavity Cladding - Barge Flashing
	dim_dr2_2100 - Horizontal Cavity Cladding - External Corner
	dim_dr2_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_dr2_2111 - Vertical Cavity Cladding - Internal Corner
	dim_dr2_2120 - Horizontal Cavity Cladding - Sheet Butt join
	dim_dr2_2131 - Horizontal Cladding with Cavity Window Detail - Elevation
	dim_dr2_2141 - Horizontal Cladding with Cavity Window Detail - Head
	dim_dr2_2151 - Horizontal Cladding with Cavity Window Detail - Jamb
	dim_dr2_2161 - Horizontal Cladding with Cavity Window Detail - Sill
	dim_dr2_2170 - Horizontal Cavity Cladding - Roof Junction (90 deg)
	dim_dr2_2180 - Horizontal Cavity Cladding - Wall/Roof Junction
	dim_dr2_2200 - Cavity Wall to Floor Junction
	dim_dr2_2210 - Junction to Panel Cladding
	dim_dr2_2220 - Junction to Brick
	dim_dr2_2230 - Pipe Penetration Through Horizontal Wall Cladding
	dim_dr2_2240 - Junction to Concrete
	dim_dr2_2250 - Range Hood Penetration
	dim_dr5_1051 - Wall - Roof Junction (90 deg) on Cavity
	dim_dr5_2031 - Vertical Cladding with Cavity Window Detail - Elevation
	dim_dr5_2041 - Vertical Cladding with Cavity Window Detail - Head
	dim_dr5_2051 - Vertical Cladding with Cavity Window Detail - Jamb
	dim_dr5_2061 - Vertical Cladding with Cavity Window Detail - Sill
	dim_dr5_2090 - Horizontal Cavity Cladding - Barge Flashing
	dim_dr5_2100 - Horizontal Cavity Cladding - External Corner
	dim_dr5_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_dr5_2111 - Vertical Cavity Cladding - Internal Corner
	dim_dr5_2120 - Horizontal Cavity Cladding - Sheet Butt join
	dim_dr5_2131 - Horizontal Cladding with Cavity Window Detail - Elevation
	dim_dr5_2141 - Horizontal Cladding with Cavity Window Detail - Head
	dim_dr5_2151 - Horizontal Cladding with Cavity Window Detail - Jamb
	dim_dr5_2161 - Horizontal Cladding with Cavity Window Detail - Sill
	dim_dr5_2170 - Horizontal Cavity Cladding - Roof Junction (90 deg)
	dim_dr5_2180 - Horizontal Cavity Cladding - Wall/Roof Junction
	dim_dr5_2200 - Cavity Wall to Floor Junction
	dim_dr5_2210 - Junction to Panel Cladding
	dim_dr5_2220 - Junction to Brick
	dim_dr5_2230 - Pipe Penetration Through Horizontal Wall Cladding
	dim_dr5_2240 - Junction to Concrete
	dim_dr5_2250 - Range Hood Penetration
	dim_eta_1010 - Parapet Detail
	dim_eta_1020 - Barge Detail
	dim_eta_1030 - Wall - Roof Junction
	dim_eta_1050 - Wall - Roof junction (90 deg)
	dim_eta_1052 - Wall - Roof junction (90 deg) Hidden Gutter
	dim_eta_1060 - Roof - Wall Apex
	dim_eta_1061 - Roof - Wall Apex Head Barge
	dim_eta_1070 - Step in Roofing
	dim_eta_1080 - Large Penetration Detail
	dim_eta_1140 - Residential Barge - Raking end
	dim_eta_1221 - Small Pipe Wall Penetration
	dim_eta_2040 - Vertical Cladding Flush Mounted Window Detail - Head
	dim_eta_2050 - Vertical Cladding Window Detail - Jamb
	dim_eta_2060 - Vertical Cladding Window Detail - Sill
	dim_eta_2100 - Horizontal Cavity Cladding - External Corner
	dim_eta_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_eta_2111 - Vertical Cavity Cladding - Internal Corner
	dim_eta_2112 - Vertical Cavity Cladding - External Corner
	dim_eta_2140 - Horizontal Cladding with cavity Window Detail - Head
	dim_eta_2141 - Horizontal Cladding with Cavity Window Detail - Head
	dim_eta_2151 - Horizontal Cladding with Cavity Window Detail - Jamb
	dim_eta_2161 - Horizontal Cladding with Cavity Window Detail - Sill
	dim_eta_2200 - Horizontal Cavity Wall to Floor Junction
	dim_eta_2201 - Vertical Cavity Wall to Floor Junction
	dim_eta_2230 - Pipe Penetration Through Horizontal Wall Cladding
	dim_eta_3010 - Rollover Isometric
	dim_eta_3020 - Rollover Detail Section
	dim_eta_4090 - Ridge Detail
	dim_eta_4100 - Valley Gutter Detail
	dim_eta_4130 - Residential Gutter/Wall detail with Soffit
	dim_eta_4131 - Residential Gutter/Wall detail
	dim_eta_4170 - Barge Flashing Fixing
	dim_etc_1010 - Parapet Detail
	dim_etc_1020 - Barge Detail
	dim_etc_1030 - Wall - Roof Junction
	dim_etc_1050 - Wall - Roof Junction (90 deg)
	dim_etc_1052 - Wall - Roof junction (90 deg) Hidden Gutter
	dim_etc_1060 - Roof - Wall Apex
	dim_etc_1061 - Roof - Wall Apex Head Barge
	dim_etc_1070 - Step in Roofing
	dim_etc_1080 - Large Penetration Detail
	dim_etc_1140 - Residential Barge - Raking End
	dim_etc_1221 - Small Pipe Wall Penetration
	dim_etc_2040 - Vertical Cladding Flush Mounted Window Detail - Head
	dim_etc_2050 - Vertical Cladding Window Detail - Jamb
	dim_etc_2060 - Vertical Cladding Window Detail - Sill
	dim_etc_2111 - Vertical Cavity Cladding - Internal Corner
	dim_etc_2112 - Vertical Cavity Cladding - External Corner
	dim_etc_2201 - Vertical Cavity Wall to Floor Junction
	dim_etc_3010 - Rollover Isometric
	dim_etc_3020 - Rollover Detail Section
	dim_etc_4090 - Ridge Detail
	dim_etc_4100 - Valley Gutter Detail
	dim_etc_4110 - Valley Hidden Gutter Detail
	dim_etc_4130 - Residential Gutter/Wall Detail with Soffit
	dim_etc_4131 - Residential Gutter/Wall Detail
	dim_etc_4170 - Barge Flashing Fixing
	dim_etc_4220 - Hip Detail
	dim_etd_1010 - Parapet Detail
	dim_etd_1020 - Barge Detail
	dim_etd_1030 - Wall - Roof Junction
	dim_etd_1050 - Wall - Roof Junction (90 deg)
	dim_etd_1052 - Wall - Roof Junction (90 deg) Hidden Gutter
	dim_etd_1060 - Roof - Wall Apex
	dim_etd_1061 - Roof - Wall Apex Head Barge
	dim_etd_1070 - Step in Roofing
	dim_etd_1080 - Large Penetration Detail
	dim_etd_1140 - Residential Barge - Raking End
	dim_etd_1221 - Small Pipe Wall Penetration
	dim_etd_2040 - Vertical Cladding Window Detail - Head
	dim_etd_2050 - Vertical Cladding Window Detail - Jamb
	dim_etd_2060 - Vertical Cladding Window Detail - Sill
	dim_etd_2100 - Horizontal Cavity Cladding - External Corner
	dim_etd_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_etd_2111 - Vertical Cavity Cladding - Internal Corner
	dim_etd_2112 - Vertical Cavity Cladding - External Corner
	dim_etd_2140 - Horizontal Cladding Window detail - Head
	dim_etd_2151 - Horizontal Cladding with Cavity Window Detail - Jamb
	dim_etd_2161 - Horizontal Cladding with Cavity Window Detail - Sill
	dim_etd_2200 - Horizontal Cavity Wall to Floor Junction
	dim_etd_2201 - Vertical Cavity Wall to Floor Junction
	dim_etd_2230 - Pipe Penetration through Horizontal Wall Cladding
	dim_etd_3010 - Rollover Isometric
	dim_etd_3020 - Rollover Detail Section
	dim_etd_4090 - Ridge Detail
	dim_etd_4100 - Valley Gutter Detail
	dim_etd_4110 - Valley Hidden Gutter Detail
	dim_etd_4130 - Residential Gutter/Wall Detail with Soffit
	dim_etd_4131 - Residential Gutter/Wall Detail
	dim_etd_4170 - Barge Flashing Fixing
	dim_etd_4220 - Hip Detail
	dim_etl_1010 - Parapet Detail
	dim_etl_1020 - Barge Detail
	dim_etl_1030 - Wall - Roof Junction
	dim_etl_1050 - Wall - Roof Junction (90 deg)
	dim_etl_1052 - Wall - Roof Junction (90 deg) Hidden Gutter
	dim_etl_1060 - Roof - Wall Apex
	dim_etl_1061 - Roof - Wall Apex Head Barge
	dim_etl_1070 - Step in Roofing
	dim_etl_1080 - Large Penetration Detail
	dim_etl_1140 - Residential Barge - Raking End
	dim_etl_1221 - Small Pipe Wall Penetration
	dim_etl_2040 - Vertical Cladding Window Detail - Head
	dim_etl_2050 - Vertical Cladding Window Detail - Jamb
	dim_etl_2060 - Vertical Cladding Window Detail - Sill
	dim_etl_2100 - Horizontal Cavity Cladding - External Corner
	dim_etl_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_etl_2111 - Vertical Cavity Cladding - Internal Corner
	dim_etl_2112 - Vertical Cavity Cladding - External Corner
	dim_etl_2140 - Horizontal Cladding Window Detail - Head
	dim_etl_2151 - Horizontal Cladding with Cavity Window Detail - Jamb
	dim_etl_2161 - Horizontal Cladding with Cavity Window Detail - Sill
	dim_etl_2200 - Horizontal Cavity Wall to Floor Junction
	dim_etl_2201 - Vertical Cavity Wall to Floor Junction
	dim_etl_2230 - Pipe Penetration through Horizontal Wall Cladding
	dim_etl_4090 - Ridge Detail
	dim_etl_4100 - Valley Gutter Detail
	dim_etl_4110 - Valley Hidden Gutter Detail
	dim_etl_4130 - Residential Gutter/Wall Detail with Soffit
	dim_etl_4131 - Residential Gutter/Wall Detail
	dim_etl_4170 - Barge Flashing Fixing
	dim_etl_4220 - Hip Detail
	dim_ets_1010 - Parapet Detail
	dim_ets_1020 - Barge Detail
	dim_ets_1030 - Wall - Roof Junction
	dim_ets_1050 - Wall - Roof junction (90 deg)
	dim_ets_1052 - Wall - Roof Junction (90 deg) Hidden Gutter
	dim_ets_1060 - Roof - Wall Apex
	dim_ets_1061 - Roof - Wall Apex Head Barge
	dim_ets_1070 - Step in Roofing
	dim_ets_1080 - Large Penetration Detail
	dim_ets_1140 - Residential Barge - Raking end
	dim_ets_1221 - Small Pipe Wall Penetration
	dim_ets_2050 - Vertical Cladding Window Detail - Jamb
	dim_ets_2060 - Vertical Cladding Window Detail - Sill
	dim_ets_2111 - Vertical Cavity Cladding - Internal Corner
	dim_ets_2112 - Vertical Cavity Cladding - External Corner
	dim_ets_2201 - Vertical Cavity Wall to Floor Junction
	dim_ets_3010 - Rollover Isometric
	dim_ets_3020 - Rollover Detail Section
	dim_ets_4090 - Ridge Detail
	dim_ets_4100 - Valley Gutter Detail
	dim_ets_4110 - Valley Hidden Gutter Detail
	dim_ets_4130 - Residential Gutter/Wall Detail with Soffit
	dim_ets_4131 - Residential Gutter/ Wall Detail
	dim_ets_4170 - Barge Flashing Fixing
	dim_ets_4220 - Hip Detail
	dim_het_1010 - Parapet Detail
	dim_het_1020 - Barge Detail
	dim_het_1030 - Wall - Roof Junction
	dim_het_1031 - Permanent Wall - Roof Junction Cladding
	dim_het_1050 - Wall - Roof junction (90 deg)
	dim_het_1052 - Wall-Roof Junction (90 deg) Hidden Gutter
	dim_het_1060 - Roof - Wall Apex
	dim_het_1061 - Roof- Wall Apex Head Barge
	dim_het_1070 - Step in Roofing
	dim_het_1080 - Large Penetration Detail
	dim_het_1140 - Residential Barge - Raking end
	dim_het_1221 - Small Pipe Wall Penetration
	dim_het_2040 - Vertical Cladding Window Detail - Head Flush Mounted
	dim_het_2050 - Vertical Cladding Window Detail - Jamb Flush Mounted
	dim_het_2060 - Vertical Cladding Window Detail - Sill Flush Mounted
	dim_het_2100 - Horizontal Cavity Cladding - External Corner
	dim_het_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_het_2111 - Vertical Cavity Cladding - Internal Corner
	dim_het_2112 - Vertical Cavity Cladding - External
	dim_het_2140 - Horizontal Cladding Window Detail - Head
	dim_het_2141 - Horizontal Cladding with Cavity Window Detail - Head Flush Mounted
	dim_het_2151 - Horizontal Cladding with Cavity Window Detail - Jamb Flush Mounted
	dim_het_2161 - Horizontal Cladding with Cavity Window Detail - Sill Flush Mounted
	dim_het_2200 - Horizontal Cavity Wall to Floor Junction
	dim_het_2201 - Vertical Cavity Wall to Floor Junction
	dim_het_2230 - Pipe Penetration Through Horizontal Wall Cladding
	dim_het_4090 - Ridge Detail
	dim_het_4100 - Valley Gutter Detail
	dim_het_4110 - Valley Hidden Gutter Detail
	dim_het_4130 - Residential Gutter/Wall detail with Soffit
	dim_het_4131 - Residential Gutter/ Wall Detail
	dim_het_4220 - Hip Detail
	dim_hif_1010 - Parapet Detail
	dim_hif_1020 - Barge Detail
	dim_hif_1030 - Wall - Roof Junction
	dim_hif_1031 - Permanent Wall - Roof Junction Cladding
	dim_hif_1040 - Eaves Box Gutter
	dim_hif_1041 - Eaves Box Gutter with Cavity
	dim_hif_1050 - Wall - Roof junction (90 deg)
	dim_hif_1051 - Wall - Roof Junction (90 deg) on Cavity
	dim_hif_1060 - Roof - Wall Apex
	dim_hif_1070 - Step in Roofing
	dim_hif_1080 - Large Penetration Detail
	dim_hif_1090 - Ridge Detail
	dim_hif_1100 - Valley Gutter Detail
	dim_hif_1110 - Change in Pitch Detail
	dim_hif_1120 - Residential Upper Mono Slope
	dim_hif_1130 - Residential Gutter/Wall detail
	dim_hif_1140 - Residential Barge - Raking end
	dim_hif_1160 - Recommended Change in Pitch Detail
	dim_hif_1170 - Barge Flashing Fixing
	dim_hif_1190 - Ridged Ventilators Detail
	dim_hif_1210 - Pipe Penetration Detail
	dim_hif_2010 - Vertical Non-cavity Cladding - Internal Corner
	dim_hif_2020 - Vertical Non-cavity Cladding - External Corner
	dim_hif_2031 - Vertical Cladding with Cavity Window Detail - Elevation
	dim_hif_2041 - Vertical Cladding with Cavity Window Detail - Head
	dim_hif_2051 - Vertical Cladding with Cavity Window Detail - Jamb
	dim_hif_2061 - Vertical Cladding with Cavity Window Detail - Sill
	dim_hif_2070 - Horizontal Non-cavity Cladding - External Corner
	dim_hif_2080 - Horizontal Sheet Cladding Vertical Butt joint
	dim_hif_2090 - Horizontal Cavity Cladding - Barge Flashing
	dim_hif_2100 - Horizontal Cavity Cladding - External Corner
	dim_hif_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_hif_2111 - Vertical Cavity Cladding - Internal Corner
	dim_hif_2120 - Horizontal Cavity Cladding - Sheet Butt join
	dim_hif_2131 - Horizontal Cladding with Cavity Window Detail - Elevation
	dim_hif_2141 - Horizontal Cladding with Cavity Window Detail - Head
	dim_hif_2151 - Horizontal Cladding with Cavity Window Detail - Jamb
	dim_hif_2161 - Horizontal Cladding with Cavity Window Detail - Sill
	dim_hif_2170 - Horizontal Cavity Cladding - Roof Junction (90 deg)
	dim_hif_2180 - Horizontal Cavity Cladding - Wall/Roof Junction
	dim_hif_2190 - Non-Cavity Wall to Floor Junction
	dim_hif_2200 - Cavity Wall to Floor Junction
	dim_hif_2210 - Junction to Panel Cladding
	dim_hif_2220 - Junction to Brick
	dim_hif_2230 - Pipe Penetration Through Horizontal Wall Cladding
	dim_hif_2250 - Range Hood Penetration
	dim_hif_4220 - Hip Detail
	dim_lt5_1010 - Parapet Detail
	dim_lt5_1020 - Barge Detail
	dim_lt5_1030 - Wall - Roof Junction
	dim_lt5_1031 - Permanent Wall - Roof Junction Cladding
	dim_lt5_1040 - Eaves Box Gutter
	dim_lt5_1041 - Eaves Box Gutter with Cavity
	dim_lt5_1050 - Wall - Roof junction (90 deg)
	dim_lt5_1051 - Wall - Roof Junction (90 deg) on Cavity
	dim_lt5_1060 - Roof - Wall Apex
	dim_lt5_1070 - Step in Roofing
	dim_lt5_1080 - Large Penetration Detail
	dim_lt5_1090 - Ridge Detail
	dim_lt5_1100 - Valley Gutter Detail
	dim_lt5_1110 - Change in Pitch Detail
	dim_lt5_1120 - Residential Upper Mono Slope
	dim_lt5_1130 - Residential Gutter/Wall detail
	dim_lt5_1140 - Residential Barge - Raking end
	dim_lt5_1150 - Alternative Change in Pitch Flashing Detail
	dim_lt5_1160 - Recommended Change in Pitch Detail
	dim_lt5_1170 - Barge Flashing Fixing
	dim_lt5_1190 - Ridged Ventilators Detail
	dim_lt5_1200 - Flashing Longitudal Joint
	dim_lt5_1210 - Pipe Penetration Detail
	dim_lt5_2010 - Vertical Non-cavity Cladding - Internal Corner
	dim_lt5_2020 - Vertical Non-cavity Cladding - External Corner
	dim_lt5_2030 - Vertical Cladding Window Detail - Elevation
	dim_lt5_2031 - Vertical Cladding with Cavity Window Detail - Elevation
	dim_lt5_2040 - Vertical Cladding Window Detail - Head
	dim_lt5_2041 - Vertical Cladding with Cavity Window Detail - Head
	dim_lt5_2050 - Vertical Cladding Window Detail - Jamb
	dim_lt5_2051 - Vertical Cladding with Cavity Window Detail - Jamb
	dim_lt5_2060 - Vertical Cladding Window Detail - Sill
	dim_lt5_2061 - Vertical Cladding with Cavity Window Detail - Sill
	dim_lt5_2070 - Horizontal Non-cavity Cladding - External Corner
	dim_lt5_2080 - Horizontal Sheet Cladding Vertical Butt joint
	dim_lt5_2090 - Horizontal Cavity Cladding - Barge Flashing
	dim_lt5_2100 - Horizontal Cavity Cladding - External Corner
	dim_lt5_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_lt5_2111 - Vertical Cavity Cladding - Internal Corner
	dim_lt5_2120 - Horizontal Cavity Cladding - Sheet Butt join
	dim_lt5_2130 - Horizontal Cladding Window Detail - Elevation
	dim_lt5_2131 - Horizontal Cladding with Cavity Window Detail - Elevation
	dim_lt5_2140 - Horizontal Cladding Window Detail - Head
	dim_lt5_2141 - Horizontal Cladding with Cavity Window Detail - Head
	dim_lt5_2150 - Horizontal Cladding Window Detail - Jamb
	dim_lt5_2151 - Horizontal Cladding with Cavity Window Detail - Jamb
	dim_lt5_2160 - Horizontal Cladding Window Detail - Sill
	dim_lt5_2161 - Horizontal Cladding with Cavity Window Detail - Sill
	dim_lt5_2170 - Horizontal Cavity Cladding - Roof Junction (90 deg)
	dim_lt5_2180 - Horizontal Cavity Cladding - Wall/Roof Junction
	dim_lt5_2190 - Non-Cavity Wall to Floor Junction
	dim_lt5_2200 - Cavity Wall to Floor Junction
	dim_lt5_2210 - Junction to Panel Cladding
	dim_lt5_2220 - Junction to Brick
	dim_lt5_2230 - Pipe Penetration Through Horizontal Wall Cladding
	dim_lt5_2240 - Junction to Concrete
	dim_lt5_2250 - Range Hood Penetration
	dim_lt7_1010 - Parapet Detail
	dim_lt7_1020 - Barge Detail
	dim_lt7_1030 - Wall - Roof Junction
	dim_lt7_1031 - Permanent Wall - Roof Junction Cladding
	dim_lt7_1040 - Eaves Box Gutter
	dim_lt7_1041 - Eaves Box Gutter with Cavity
	dim_lt7_1050 - Wall - Roof junction (90 deg)
	dim_lt7_1051 - Wall - Roof Junction (90 deg) on Cavity
	dim_lt7_1060 - Roof - Wall Apex
	dim_lt7_1070 - Step in Roofing
	dim_lt7_1080 - Large Penetration Detail
	dim_lt7_1090 - Ridge Detail
	dim_lt7_1100 - Valley Gutter Detail
	dim_lt7_1110 - Change in Pitch Detail
	dim_lt7_1120 - Residential Upper Mono Slope
	dim_lt7_1130 - Residential Gutter/Wall detail
	dim_lt7_1140 - Residential Barge - Raking end
	dim_lt7_1150 - Alternative Change in Pitch Flashing Detail
	dim_lt7_1160 - Recommended Change in Pitch Detail
	dim_lt7_1170 - Barge Flashing Fixing
	dim_lt7_1190 - Ridged Ventilators Detail
	dim_lt7_1200 - Flashing Longitudal Joint
	dim_lt7_1210 - Pipe Penetration Detail
	dim_lt7_2010 - Vertical Non-cavity Cladding - Internal Corner
	dim_lt7_2020 - Vertical Non-cavity Cladding - External Corner
	dim_lt7_2030 - Vertical Cladding Window Detail - Elevation
	dim_lt7_2031 - Vertical Cladding with Cavity Window Detail - Elevation
	dim_lt7_2040 - Vertical Cladding Window Detail - Head
	dim_lt7_2041 - Vertical Cladding with Cavity Window Detail - Head
	dim_lt7_2050 - Vertical Cladding Window Detail - Jamb
	dim_lt7_2051 - Vertical Cladding with Cavity Window Detail - Jamb
	dim_lt7_2060 - Vertical Cladding Window Detail - Sill
	dim_lt7_2061 - Vertical Cladding with Cavity Window Detail - Sill
	dim_lt7_2070 - Horizontal Non-cavity Cladding - External Corner
	dim_lt7_2080 - Horizontal Sheet Cladding Vertical Butt joint
	dim_lt7_2090 - Horizontal Cavity Cladding - Barge Flashing
	dim_lt7_2100 - Horizontal Cavity Cladding - External Corner
	dim_lt7_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_lt7_2111 - Vertical Cavity Cladding - Internal Corner
	dim_lt7_2120 - Horizontal Cavity Cladding - Sheet Butt join
	dim_lt7_2130 - Horizontal Cladding Window Detail - Elevation
	dim_lt7_2131 - Horizontal Cladding with Cavity Window Detail - Elevation
	dim_lt7_2140 - Horizontal Cladding Window Detail - Head
	dim_lt7_2141 - Horizontal Cladding with Cavity Window Detail - Head
	dim_lt7_2150 - Horizontal Cladding Window Detail - Jamb
	dim_lt7_2151 - Horizontal Cladding with Cavity Window Detail - Jamb
	dim_lt7_2160 - Horizontal Cladding Window Detail - Sill
	dim_lt7_2161 - Horizontal Cladding with Cavity Window Detail - Sill
	dim_lt7_2170 - Horizontal Cavity Cladding - Roof Junction (90 deg)
	dim_lt7_2180 - Horizontal Cavity Cladding - Wall/Roof Junction
	dim_lt7_2190 - Non-Cavity Wall to Floor Junction
	dim_lt7_2200 - Cavity Wall to Floor Junction
	dim_lt7_2210 - Junction to Panel Cladding
	dim_lt7_2220 - Junction to Brick
	dim_lt7_2230 - Pipe Penetration Through Horizontal Wall Cladding
	dim_lt7_2240 - Junction to Concrete
	dim_lt7_2250 - Range Hood Penetration
	dim_snv_1010 - Parapet Detail
	dim_snv_1020 - Barge Detail
	dim_snv_1030 - Wall - Roof Junction
	dim_snv_1031 - Permanent Wall - Roof Junction Cladding
	dim_snv_1040 - Eaves Box Gutter
	dim_snv_1041 - Eaves Box Gutter with Cavity
	dim_snv_1050 - Wall - Roof Junction (90 deg)
	dim_snv_1051 - Wall - Roof Junction (90 deg) on Cavity
	dim_snv_1060 - Roof - Wall Apex
	dim_snv_1070 - Step in Roofing
	dim_snv_1080 - Large Penetration Detail
	dim_snv_1090 - Ridge Detail
	dim_snv_1100 - Valley Gutter Detail
	dim_snv_1110 - Change in Pitch Detail
	dim_snv_1120 - Residential Upper Mono Slope
	dim_snv_1130 - Residential Gutter/Wall detail
	dim_snv_1140 - Residential Barge - Raking end
	dim_snv_1150 - Alternative Change in Pitch Flashing Detail
	dim_snv_1160 - Recommended Change in Pitch Detail
	dim_snv_1170 - Barge Flashing Fixing
	dim_snv_1190 - Ridged Ventilators Detail
	dim_snv_1200 - Flashing Longitudal Joint
	dim_snv_1210 - Pipe Penetration Detail
	dim_snv_2010 - Vertical Non-cavity Cladding - Internal Corner
	dim_snv_2020 - Vertical Non-cavity Cladding - External Corner
	dim_snv_2030 - Vertical Cladding Window Detail - Elevation
	dim_snv_2031 - Vertical Cladding with Cavity Window Detail - Elevation
	dim_snv_2040 - Vertical Cladding Window Detail - Head
	dim_snv_2041 - Vertical Cladding with Cavity Window Detail - Head
	dim_snv_2050 - Vertical Cladding Window Detail - Jamb
	dim_snv_2051 - Vertical Cladding with Cavity Window Detail - Jamb
	dim_snv_2060 - Vertical Cladding Window Detail - Sill
	dim_snv_2061 - Vertical Cladding with Cavity Window Detail - Sill
	dim_snv_2070 - Horizontal Non-cavity Cladding - External Corner
	dim_snv_2080 - Horizontal Sheet Cladding Vertical Butt joint
	dim_snv_2090 - Horizontal Cavity Cladding - Barge Flashing
	dim_snv_2100 - Horizontal Cavity Cladding - External Corner
	dim_snv_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_snv_2111 - Vertical Cavity Cladding - Internal Corner
	dim_snv_2120 - Horizontal Cavity Cladding - Sheet Butt join
	dim_snv_2130 - Horizontal Cladding Window Detail - Elevation
	dim_snv_2131 - Horizontal Cladding with Cavity Window Detail - Elevation
	dim_snv_2140 - Horizontal Cladding Window Detail - Head
	dim_snv_2141 - Horizontal Cladding with Cavity Window Detail - Head
	dim_snv_2150 - Horizontal Cladding Window Detail - Jamb
	dim_snv_2151 - Horizontal Cladding with Cavity Window Detail - Jamb
	dim_snv_2160 - Horizontal Cladding Window Detail - Sill
	dim_snv_2161 - Horizontal Cladding with Cavity Window Detail - Sill
	dim_snv_2170 - Horizontal Cavity Cladding - Roof Junction (90 deg)
	dim_snv_2180 - Horizontal Cavity Cladding - Wall/Roof Junction
	dim_snv_2190 - Non-Cavity Wall to Floor Junction
	dim_snv_2200 - Cavity Wall to Floor Junction
	dim_snv_2210 - Junction to Panel Cladding
	dim_snv_2220 - Junction to Brick
	dim_snv_2230 - Pipe Penetration Through Horizontal Wall Cladding
	dim_snv_2240 - Junction to Concrete
	dim_snv_2250 - Range Hood Penetration
	dim_sor_1010 - Parapet Detail
	dim_sor_1020 - Barge Detail
	dim_sor_1030 - Wall - Roof Junction
	dim_sor_1031 - Permanent Wall - Roof Junction Cladding
	dim_sor_1040 - Eaves Box Gutter
	dim_sor_1041 - Eaves Box Gutter with Cavity
	dim_sor_1050 - Wall - Roof junction (90 deg)
	dim_sor_1051 - Wall - Roof Junction (90 deg) on Cavity
	dim_sor_1060 - Roof - Wall Apex
	dim_sor_1070 - Step in Roofing
	dim_sor_1080 - Large Penetration Detail
	dim_sor_1090 - Ridge Detail
	dim_sor_1100 - Valley Gutter Detail
	dim_sor_1110 - Change in Pitch Detail
	dim_sor_1120 - Residential Upper Mono Slope
	dim_sor_1130 - Residential Gutter/Wall detail
	dim_sor_1140 - Residential Barge - Raking end
	dim_sor_1160 - Recommended Change in Pitch Detail
	dim_sor_1170 - Barge Flashing Fixing
	dim_sor_1190 - Ridged Ventilators Detail
	dim_sor_1210 - Pipe Penetration Detail
	dim_sor_2010 - Vertical Cladding - Internal Corner
	dim_sor_2020 - Vertical Cladding - External Corner
	dim_sor_2031 - Vertical Cladding with Cavity Window Detail - Elevation
	dim_sor_2041 - Vertical Cladding with Cavity Window Detail - Head
	dim_sor_2051 - Vertical Cladding with Cavity Window Detail - Jamb
	dim_sor_2061 - Vertical Cladding with Cavity Window Detail - Sill
	dim_sor_2070 - Horizontal Cladding - External Corner
	dim_sor_2080 - Horizontal Sheet Cladding Vertical Butt joint
	dim_sor_2090 - Horizontal Cavity Cladding - Barge Flashing
	dim_sor_2100 - Horizontal Cavity Cladding - External Corner
	dim_sor_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_sor_2111 - Vertical Cavity Cladding - Internal Corner
	dim_sor_2120 - Horizontal Cavity Cladding - Sheet Butt join
	dim_sor_2131 - Horizontal Cladding with Cavity Window Detail - Elevation
	dim_sor_2141 - Horizontal Cladding with Cavity Window Detail - Head
	dim_sor_2151 - Horizontal Cladding with Cavity Window Detail - Jamb
	dim_sor_2161 - Horizontal Cladding with Cavity Window Detail - Sill
	dim_sor_2170 - Horizontal Cavity Cladding - Roof Junction (90 deg)
	dim_sor_2180 - Horizontal Cavity Cladding - Wall/Roof Junction
	dim_sor_2190 - Non-Cavity Wall to Floor Junction
	dim_sor_2200 - Cavity Wall to Floor Junction
	dim_sor_2210 - Junction to Panel Cladding
	dim_sor_2220 - Junction to Brick
	dim_sor_2230 - Pipe Penetration Through Horizontal Wall Cladding
	dim_sor_2250 - Range Hood Penetration
	dim_sor_5210 - Hip Detail
	dim_sp9_1010 - Parapet Detail
	dim_sp9_1020 - Barge Detail
	dim_sp9_1030 - Wall - Roof Junction
	dim_sp9_1031 - Permanent Wall - Roof Junction Cladding
	dim_sp9_1040 - Eaves Box Gutter
	dim_sp9_1041 - Eaves Box Gutter with Cavity
	dim_sp9_1050 - Wall - Roof junction (90 deg)
	dim_sp9_1051 - Wall - Roof Junction (90 deg) on Cavity
	dim_sp9_1060 - Roof - Wall Apex
	dim_sp9_1070 - Step in Roofing
	dim_sp9_1080 - Large Penetration Detail
	dim_sp9_1090 - Ridge Detail
	dim_sp9_1100 - Valley Gutter Detail
	dim_sp9_1110 - Change in Pitch Detail
	dim_sp9_1120 - Residential Upper Mono Slope
	dim_sp9_1130 - Residential Gutter/Wall detail
	dim_sp9_1140 - Residential Barge - Raking end
	dim_sp9_1150 - Alternative Change in Pitch Flashing Detail
	dim_sp9_1160 - Recommended Change in Pitch Detail
	dim_sp9_1170 - Barge Flashing Fixing
	dim_sp9_1190 - Ridged Ventilators Detail
	dim_sp9_1200 - Flashing Longitudal Joint
	dim_sp9_1210 - Pipe Penetration Detail
	dim_sp9_2010 - Vertical Non-cavity Cladding - Internal Corner
	dim_sp9_2020 - Vertical Non-cavity Cladding - External Corner
	dim_sp9_2030 - Vertical Cladding Window Detail - Elevation
	dim_sp9_2031 - Vertical Cladding with Cavity Window Detail - Elevation
	dim_sp9_2040 - Vertical Cladding Window Detail - Head
	dim_sp9_2041 - Vertical Cladding with Cavity Window Detail - Head
	dim_sp9_2050 - Vertical Cladding Window Detail - Jamb
	dim_sp9_2051 - Vertical Cladding with Cavity Window Detail - Jamb
	dim_sp9_2060 - Vertical Cladding Window Detail - Sill
	dim_sp9_2061 - Vertical Cladding with Cavity Window Detail - Sill
	dim_sp9_2070 - Horizontal Non-cavity Cladding - External Corner
	dim_sp9_2080 - Horizontal Sheet Cladding Vertical Butt joint
	dim_sp9_2090 - Horizontal Cavity Cladding - Barge Flashing
	dim_sp9_2100 - Horizontal Cavity Cladding - External Corner
	dim_sp9_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_sp9_2111 - Vertical Cavity Cladding - Internal Corner
	dim_sp9_2120 - Horizontal Cavity Cladding - Sheet Butt join
	dim_sp9_2130 - Horizontal Cladding Window Detail - Elevation
	dim_sp9_2131 - Horizontal Cladding with Cavity Window Detail - Elevation
	dim_sp9_2140 - Horizontal Cladding Window Detail - Head
	dim_sp9_2141 - Horizontal Cladding with Cavity Window Detail - Head
	dim_sp9_2150 - Horizontal Cladding Window Detail - Jamb
	dim_sp9_2151 - Horizontal Cladding with Cavity Window Detail - Jamb
	dim_sp9_2160 - Horizontal Cladding Window Detail - Sill
	dim_sp9_2161 - Horizontal Cladding with Cavity Window Detail - Sill
	dim_sp9_2170 - Horizontal Cavity Cladding - Roof Junction (90 deg)
	dim_sp9_2180 - Horizontal Cavity Cladding - Wall/Roof Junction
	dim_sp9_2190 - Non-Cavity Wall to Floor Junction
	dim_sp9_2200 - Cavity Wall to Floor Junction
	dim_sp9_2210 - Junction to Panel Cladding
	dim_sp9_2220 - Junction to Brick
	dim_sp9_2230 - Pipe Penetration Through Horizontal Wall Cladding
	dim_sp9_2240 - Junction to Concrete
	dim_sp9_2250 - Range Hood Penetration
	dim_sxr_1010 - Parapet Detail
	dim_sxr_1020 - Barge Detail
	dim_sxr_1030 - Wall - Roof Junction
	dim_sxr_1031 - Permanent Wall - Roof Junction Cladding
	dim_sxr_1040 - Eaves Box Gutter
	dim_sxr_1041 - Eaves Box Gutter with Cavity
	dim_sxr_1050 - Wall - Roof junction (90 deg)
	dim_sxr_1051 - Wall - Roof Junction (90 deg) on Cavity
	dim_sxr_1060 - Roof - Wall Apex
	dim_sxr_1070 - Step in Roofing
	dim_sxr_1080 - Large Penetration Detail
	dim_sxr_1090 - Ridge Detail
	dim_sxr_1100 - Valley Gutter Detail
	dim_sxr_1110 - Change in Pitch Detail
	dim_sxr_1120 - Residential Upper Mono Slope
	dim_sxr_1130 - Residential Gutter/Wall detail
	dim_sxr_1140 - Residential Barge - Raking end
	dim_sxr_1160 - Recommended Change in Pitch Detail
	dim_sxr_1170 - Barge Flashing Fixing
	dim_sxr_1190 - Ridged Ventilators Detail
	dim_sxr_1210 - Pipe Penetration Detail
	dim_sxr_2010 - Vertical Cladding - Internal Corner
	dim_sxr_2020 - Vertical Cladding - External Corner
	dim_sxr_2031 - Vertical Cladding with Cavity Window Detail - Elevation
	dim_sxr_2041 - Vertical Cladding with Cavity Window Detail - Head
	dim_sxr_2051 - Vertical Cladding with Cavity Window Detail - Jamb
	dim_sxr_2061 - Vertical Cladding with Cavity Window Detail - Sill
	dim_sxr_2070 - Horizontal Non-cavity Cladding - External Corner
	dim_sxr_2080 - Horizontal Sheet Cladding Vertical Butt joint
	dim_sxr_2090 - Horizontal Cavity Cladding - Barge Flashing
	dim_sxr_2100 - Horizontal Cavity Cladding - External Corner
	dim_sxr_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_sxr_2111 - Vertical Cavity Cladding - Internal Corner
	dim_sxr_2120 - Horizontal Cavity Cladding - Sheet Butt join
	dim_sxr_2131 - Horizontal Cladding with Cavity Window Detail - Elevation
	dim_sxr_2141 - Horizontal Cladding with Cavity Window Detail - Head
	dim_sxr_2151 - Horizontal Cladding with Cavity Window Detail - Jamb
	dim_sxr_2161 - Horizontal Cladding with Cavity Window Detail - Sill
	dim_sxr_2170 - Horizontal Cavity Cladding - Roof Junction (90 deg)
	dim_sxr_2180 - Horizontal Cavity Cladding - Wall/Roof Junction
	dim_sxr_2190 - Non-Cavity Wall to Floor Junction
	dim_sxr_2200 - Cavity Wall to Floor Junction
	dim_sxr_2210 - Junction to Panel Cladding
	dim_sxr_2220 - Junction to Brick
	dim_sxr_2230 - Pipe Penetration Through Horizontal Wall Cladding
	dim_sxr_2240 - Junction to Concrete
	dim_sxr_2250 - Range Hood Penetration
	dim_tps_1010 - Parapet Detail
	dim_tps_1020 - Barge Detail
	dim_tps_1030 - Wall - Roof Junction
	dim_tps_1031 - Permanent Wall - Roof Junction Cladding
	dim_tps_1040 - Eaves Box Gutter
	dim_tps_1041 - Eaves Box Gutter with Cavity
	dim_tps_1050 - Wall - Roof junction (90 deg)
	dim_tps_1051 - Wall - Roof Junction (90 deg) on Cavity
	dim_tps_1060 - Roof - Wall Apex
	dim_tps_1070 - Step in Roofing
	dim_tps_1080 - Large Penetration Detail
	dim_tps_1090 - Ridge Detail
	dim_tps_1100 - Valley Gutter Detail
	dim_tps_1110 - Change in Pitch Detail
	dim_tps_1120 - Residential Upper Mono Slope
	dim_tps_1130 - Residential Gutter/Wall detail
	dim_tps_1140 - Residential Barge - Raking end
	dim_tps_1150 - Alternative Change in Pitch Flashing Detail
	dim_tps_1160 - Recommended Change in Pitch Detail
	dim_tps_1170 - Barge Flashing Fixing
	dim_tps_1190 - Ridged Ventilators Detail
	dim_tps_1200 - Flashing Longitudal Joint
	dim_tps_1210 - Pipe Penetration Detail
	dim_tps_2010 - Vertical Non-cavity Cladding - Internal Corner
	dim_tps_2020 - Vertical Non-cavity Cladding - External Corner
	dim_tps_2030 - Vertical Cladding Window Detail - Elevation
	dim_tps_2031 - Vertical Cladding with Cavity Window Detail - Elevation
	dim_tps_2040 - Vertical Cladding Window Detail - Head
	dim_tps_2041 - Vertical Cladding with Cavity Window Detail - Head
	dim_tps_2050 - Vertical Cladding Window Detail - Jamb
	dim_tps_2051 - Vertical Cladding with Cavity Window Detail - Jamb
	dim_tps_2060 - Vertical Cladding Window Detail - Sill
	dim_tps_2061 - Vertical Cladding with Cavity Window Detail - Sill
	dim_tps_2070 - Horizontal Non-cavity Cladding - External Corner
	dim_tps_2080 - Horizontal Sheet Cladding Vertical Butt joint
	dim_tps_2090 - Horizontal Cavity Cladding - Barge Flashing
	dim_tps_2100 - Horizontal Cavity Cladding - External Corner
	dim_tps_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_tps_2111 - Vertical Cavity Cladding - Internal Corner
	dim_tps_2120 - Horizontal Cavity Cladding - Sheet Butt join
	dim_tps_2130 - Horizontal Cladding Window Detail - Elevation
	dim_tps_2131 - Horizontal Cladding with Cavity Window Detail - Elevation
	dim_tps_2140 - Horizontal Cladding Window Detail - Head
	dim_tps_2141 - Horizontal Cladding with Cavity Window Detail - Head
	dim_tps_2150 - Horizontal Cladding Window Detail - Jamb
	dim_tps_2151 - Horizontal Cladding with Cavity Window Detail - Jamb
	dim_tps_2160 - Horizontal Cladding Window Detail - Sill
	dim_tps_2161 - Horizontal Cladding with Cavity Window Detail - Sill
	dim_tps_2170 - Horizontal Cavity Cladding - Roof Junction (90 deg)
	dim_tps_2180 - Horizontal Cavity Cladding - Wall/Roof Junction
	dim_tps_2190 - Non-Cavity Wall to Floor Junction
	dim_tps_2200 - Cavity Wall to Floor Junction
	dim_tps_2210 - Junction to Panel Cladding
	dim_tps_2220 - Junction to Brick
	dim_tps_2230 - Pipe Penetration Through Horizontal Wall Cladding
	dim_tps_2240 - Junction to Concrete
	dim_tps_2250 - Range Hood Penetration
	dim_vde_1010 - Parapet Detail
	dim_vde_1020 - Barge Detail
	dim_vde_1030 - Wall - Roof Junction
	dim_vde_1031 - Permanent Wall - Roof Junction Cladding
	dim_vde_1040 - Eaves Box Gutter
	dim_vde_1041 - Eaves Box Gutter with Cavity
	dim_vde_1050 - Wall - Roof Junction (90 deg)
	dim_vde_1051 - Wall - Roof Junction (90 deg) on Cavity
	dim_vde_1060 - Roof - Wall Apex
	dim_vde_1070 - Step in Roofing
	dim_vde_1080 - Large Penetration Detail
	dim_vde_1090 - Ridge Detail
	dim_vde_1100 - Valley Gutter Detail
	dim_vde_1110 - Change in Pitch Detail
	dim_vde_1120 - Residential Upper Mono Slope
	dim_vde_1130 - Residential Gutter/Wall detail
	dim_vde_1140 - Residential Barge - Raking end
	dim_vde_1150 - Alternative Change in Pitch Flashing Detail
	dim_vde_1160 - Recommended Change in Pitch Detail
	dim_vde_1170 - Barge Flashing Fixing
	dim_vde_1190 - Ridged Ventilators Detail
	dim_vde_1200 - Flashing Longitudal Joint
	dim_vde_1210 - Pipe Penetration Detail
	dim_vde_2010 - Vertical Non-cavity Cladding - Internal Corner
	dim_vde_2020 - Vertical Non-cavity Cladding - External Corner
	dim_vde_2030 - Vertical Cladding Window Detail - Elevation
	dim_vde_2031 - Vertical Cladding with Cavity Window Detail - Elevation
	dim_vde_2040 - Vertical Cladding Window Detail - Head
	dim_vde_2041 - Vertical Cladding with Cavity Window Detail - Head
	dim_vde_2050 - Vertical Cladding Window Detail - Jamb
	dim_vde_2051 - Vertical Cladding with Cavity Window Detail - Jamb
	dim_vde_2060 - Vertical Cladding Window Detail - Sill
	dim_vde_2061 - Vertical Cladding with Cavity Window Detail - Sill
	dim_vde_2070 - Horizontal Non-cavity Cladding - External Corner
	dim_vde_2080 - Horizontal Sheet Cladding Vertical Butt joint
	dim_vde_2090 - Horizontal Cavity Cladding - Barge Flashing
	dim_vde_2100 - Horizontal Cavity Cladding - External Corner
	dim_vde_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_vde_2111 - Vertical Cavity Cladding - Internal Corner
	dim_vde_2120 - Horizontal Cavity Cladding - Sheet Butt join
	dim_vde_2130 - Horizontal Cladding Window Detail - Elevation
	dim_vde_2131 - Horizontal Cladding with Cavity Window Detail - Elevation
	dim_vde_2140 - Horizontal Cladding Window Detail - Head
	dim_vde_2141 - Horizontal Cladding with Cavity Window Detail - Head
	dim_vde_2150 - Horizontal Cladding Window Detail - Jamb
	dim_vde_2151 - Horizontal Cladding with Cavity Window Detail - Jamb
	dim_vde_2160 - Horizontal Cladding Window Detail - Sill
	dim_vde_2161 - Horizontal Cladding with Cavity Window Detail - Sill
	dim_vde_2170 - Horizontal Cavity Cladding - Roof Junction (90 deg)
	dim_vde_2180 - Horizontal Cavity Cladding - Wall/Roof Junction
	dim_vde_2190 - Non-Cavity Wall to Floor Junction
	dim_vde_2200 - Cavity Wall to Floor Junction
	dim_vde_2210 - Junction to Panel Cladding
	dim_vde_2220 - Junction to Brick
	dim_vde_2230 - Pipe Penetration Through Horizontal Wall Cladding
	dim_vde_2240 - Junction to Concrete
	dim_vde_2250 - Range Hood Penetration
	dim_vri_1010 - Parapet Detail
	dim_vri_1020 - Barge Detail
	dim_vri_1030 - Wall - Roof Junction
	dim_vri_1031 - Permanent Wall - Roof Junction Cladding
	dim_vri_1040 - Eaves Box Gutter
	dim_vri_1041 - Eaves Box Gutter with Cavity
	dim_vri_1050 - Wall - Roof junction (90 deg)
	dim_vri_1051 - Wall - Roof Junction (90 deg) on Cavity
	dim_vri_1060 - Roof - Wall Apex
	dim_vri_1070 - Step in Roofing
	dim_vri_1080 - Large Penetration Detail
	dim_vri_1090 - Ridge Detail
	dim_vri_1100 - Valley Gutter Detail
	dim_vri_1110 - Change in Pitch Detail
	dim_vri_1120 - Residential Upper Mono Slope
	dim_vri_1130 - Residential Gutter/Wall detail
	dim_vri_1140 - Residential Barge - Raking end
	dim_vri_1150 - Alternative Change in Pitch Flashing Detail
	dim_vri_1160 - Recommended Change in Pitch Detail
	dim_vri_1170 - Barge Flashing Fixing
	dim_vri_1190 - Ridged Ventilators Detail
	dim_vri_1200 - Flashing Longitudal Joint
	dim_vri_1210 - Pipe Penetration Detail
	dim_vri_2010 - Vertical Non-cavity Cladding - Internal Corner
	dim_vri_2020 - Vertical Non-cavity Cladding - External Corner
	dim_vri_2030 - Vertical Cladding Window Detail - Elevation
	dim_vri_2031 - Vertical Cladding with Cavity Window Detail - Elevation
	dim_vri_2040 - Vertical Cladding Window Detail - Head
	dim_vri_2041 - Vertical Cladding with Cavity Window Detail - Head
	dim_vri_2050 - Vertical Cladding Window Detail - Jamb
	dim_vri_2051 - Vertical Cladding with Cavity Window Detail - Jamb
	dim_vri_2060 - Vertical Cladding Window Detail - Sill
	dim_vri_2061 - Vertical Cladding with Cavity Window Detail - Sill
	dim_vri_2070 - Horizontal Non-cavity Cladding - External Corner
	dim_vri_2080 - Horizontal Sheet Cladding Vertical Butt joint
	dim_vri_2090 - Horizontal Cavity Cladding - Barge Flashing
	dim_vri_2100 - Horizontal Cavity Cladding - External Corner
	dim_vri_2110 - Horizontal Cavity Cladding - Internal Corner
	dim_vri_2111 - Vertical Cavity Cladding - Internal Corner
	dim_vri_2120 - Horizontal Cavity Cladding - Sheet Butt join
	dim_vri_2130 - Horizontal Cladding Window Detail - Elevation
	dim_vri_2131 - Horizontal Cladding with Cavity Window Detail - Elevation
	dim_vri_2140 - Horizontal Cladding Window Detail - Head
	dim_vri_2141 - Horizontal Cladding with Cavity Window Detail - Head
	dim_vri_2150 - Horizontal Cladding Window Detail - Jamb
	dim_vri_2151 - Horizontal Cladding with Cavity Window Detail - Jamb
	dim_vri_2160 - Horizontal Cladding Window Detail - Sill
	dim_vri_2161 - Horizontal Cladding with Cavity Window Detail - Sill
	dim_vri_2170 - Horizontal Cavity Cladding - Roof Junction (90 deg)
	dim_vri_2180 - Horizontal Cavity Cladding - Wall/Roof Junction
	dim_vri_2190 - Non-Cavity Wall to Floor Junction
	dim_vri_2200 - Cavity Wall to Floor Junction
	dim_vri_2210 - Junction to Panel Cladding
	dim_vri_2220 - Junction to Brick
	dim_vri_2230 - Pipe Penetration Through Horizontal Wall Cladding
	dim_vri_2240 - Junction to Concrete
	dim_vri_2250 - Range Hood Penetration


