
Solitex Mento 1000 connect
underlay laid vertically over PIR

Dimond roofing (specify profile,
thickness and coating) fixed to
Dimond roof rail with 12g hex head
tek screw (Length to suit profile)

Dimond Galvanised Roof Rail laid
and fixed over every purlin and hip
trimmer

20mm min. gap between sheet ends and
100mm slits in underlay every 200mm

200mm min.very high wind speed areas and higher or pitches below 10°

130mm min. low to high wind speed areas or pitches greater than 10°

NPM 900 x 0.55mm metal tray
fixed with 12g x 20 tek screw every
pan (side laps stitch fastened at
600mm centres)

0.55mm NPM 900 liner apex
under-flashing required if
underside is visible and/or to meet
fire engineering requirements -
Flashing and fire stop to Fire
Engineer's design

Hex head 14g - 10x Length
(Depending on Enertherm
thickness specified) @ 150 centres

Notching to have 3mm clearance
around profile to allow for
ventilation

Notes:
• Foam closure strip only required if bird or vermin proofing is required, or if in a high 

wind area, there is a risk of windblown moisture entering the building.
• These details are suitably fixed to allow for a theoretical thermal movement of up to 

10mm. For thermal movement greater than this a clipping system should be 
considered.

Sheet end turn up

12g x 20mm tek screw pan fixed
every pan

Gap filled with foamed PU in a can
on site

Best fit staggered wide tipped
profiled foam under and narrow
tipped foam on top of NPM 900

Dimond HI-Span steel purlin
(specify size) , For timber purlins
use minimum 70mm wide purlins
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